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2017 RTEP Generation Assumptions 

• All existing generation expected to be in service for the year 
being studied will be modeled. 
 

• 2022 Machine List has been posted. 
 

• Future generation with a signed Interconnection Service 
Agreement, or that cleared in the 2019/20 BRA, will be 
modeled online along with any associated network upgrades. 
 

• Generation with an executed Facilities Study Agreement (FSA) 
will be modeled along with any associated network upgrades. 
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Queue Projects NOT Included in 2022 RTEP Cases 

• Queue projects with an FSA or ISA but are not included 
in 2022 RTEP case 
– S57/S58 and U3-026 (MTX) Collins “Rock Island Clean Line” 

• 3,500 MW total 
• 2,308 non-firm and 1,192 firm 

– X3-028 
• 2000 non-firm and 1500 firm 

– Y3-092 
• 500 non-firm and 500 firm 
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